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Environmental Protection Agency § 264.1061 

(1) The owner or operator determines 
that emissions of purged material re-
sulting from immediate repair are 
greater than the emissions likely to re-
sult from delay of repair. 

(2) When repair procedures are ef-
fected, the purged material is collected 
and destroyed or recovered in a control 
device complying with § 264.1060. 

(d) Delay of repair for pumps will be 
allowed if: 

(1) Repair requires the use of a dual 
mechanical seal system that includes a 
barrier fluid system. 

(2) Repair is completed as soon as 
practicable, but not later than 6 
months after the leak was detected. 

(e) Delay of repair beyond a haz-
ardous waste management unit shut-
down will be allowed for a valve if 
valve assembly replacement is nec-
essary during the hazardous waste 
management unit shutdown, valve as-
sembly supplies have been depleted, 
and valve assembly supplies had been 
sufficiently stocked before the supplies 
were depleted. Delay of repair beyond 
the next hazardous waste management 
unit shutdown will not be allowed un-
less the next hazardous waste manage-
ment unit shutdown occurs sooner than 
6 months after the first hazardous 
waste management unit shutdown. 

§ 264.1060 Standards: Closed-vent sys-
tems and control devices. 

(a) Owners and operators of closed- 
vent systems and control devices sub-
ject to this subpart shall comply with 
the provisions of § 264.1033 of this part. 

(b)(1) The owner or operator of an ex-
isting facility who cannot install a 
closed-vent system and control device 
to comply with the provisions of this 
subpart on the effective date that the 
facility becomes subject to the provi-
sions of this subpart must prepare an 
implementation schedule that includes 
dates by which the closed-vent system 
and control device will be installed and 
in operation. The controls must be in-
stalled as soon as possible, but the im-
plementation schedule may allow up to 
30 months after the effective date that 
the facility becomes subject to this 
subpart for installation and startup. 

(2) Any unit that begins operation 
after December 21, 1990, and is subject 
to the provisions of this subpart when 

operation begins, must comply with 
the rules immediately (i.e., must have 
control devices installed and operating 
on startup of the affected unit); the 30- 
month implementation schedule does 
not apply. 

(3) The owner or operator of any fa-
cility in existence on the effective date 
of a statutory or EPA regulatory 
amendment that renders the facility 
subject to this subpart shall comply 
with all requirements of this subpart 
as soon as practicable but no later than 
30 months after the amendment’s effec-
tive date. When control equipment re-
quired by this subpart can not be in-
stalled and begin operation by the ef-
fective date of the amendment, the fa-
cility owner or operator shall prepare 
an implementation schedule that in-
cludes the following information: Spe-
cific calendar dates for award or con-
tracts or issuance of purchase orders 
for the control equipment, initiation of 
on-site installation of the control 
equipment, completion of the control 
equipment installation, and perform-
ance of any testing to demonstrate 
that the installed equipment meets the 
applicable standards of this subpart. 
The owner or operator shall enter the 
implementation schedule in the oper-
ating record or in a permanent, readily 
available file located at the facility. 

(4) Owners and operators of facilities 
and units that become newly subject to 
the requirements of this subpart after 
December 8, 1997, due to an action 
other than those described in para-
graph (b)(3) of this section must com-
ply with all applicable requirements 
immediately (i.e., must have control 
devices installed and operating on the 
date the facility or unit becomes sub-
ject to this subpart; the 30-month im-
plementation schedule does not apply). 

[62 FR 64657, Dec. 8, 1997] 

§ 264.1061 Alternative standards for 
valves in gas/vapor service or in 
light liquid service: percentage of 
valves allowed to leak. 

(a) An owner or operator subject to 
the requirements of § 264.1057 may elect 
to have all valves within a hazardous 
waste management unit comply with 
an alternative standard that allows no 
greater than 2 percent of the valves to 
leak. 
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40 CFR Ch. I (7–1–11 Edition) § 264.1062 

(b) The following requirements shall 
be met if an owner or operator decides 
to comply with the alternative stand-
ard of allowing 2 percent of valves to 
leak: 

(1) A performance test as specified in 
paragraph (c) of this section shall be 
conducted initially upon designation, 
annually, and at other times requested 
by the Regional Administrator. 

(2) If a valve leak is detected, it shall 
be repaired in accordance with 
§ 264.1057(d) and (e). 

(c) Performance tests shall be con-
ducted in the following manner: 

(1) All valves subject to the require-
ments in § 264.1057 within the hazardous 
waste management unit shall be mon-
itored within 1 week by the methods 
specified in § 264.1063(b). 

(2) If an instrument reading of 10,000 
ppm or greater is measured, a leak is 
detected. 

(3) The leak percentage shall be de-
termined by dividing the number of 
valves subject to the requirements in 
§ 264.1057 for which leaks are detected 
by the total number of valves subject 
to the requirements in § 264.1057 within 
the hazardous waste management unit. 

[55 FR 25501, June 21, 1990, as amended at 71 
FR 16907, Apr. 4, 2006] 

§ 264.1062 Alternative standards for 
valves in gas/vapor service or in 
light liquid service: skip period leak 
detection and repair. 

(a) An owner or operator subject to 
the requirements of § 264.1057 may elect 
for all valves within a hazardous waste 
management unit to comply with one 
of the alternative work practices speci-
fied in paragraphs (b) (2) and (3) of this 
section. 

(b)(1) An owner or operator shall 
comply with the requirements for 
valves, as described in § 264.1057, except 
as described in paragraphs (b)(2) and 
(b)(3) of this section. 

(2) After two consecutive quarterly 
leak detection periods with the per-
centage of valves leaking equal to or 
less than 2 percent, an owner or oper-
ator may begin to skip one of the quar-
terly leak detection periods (i.e., mon-
itor for leaks once every six months) 
for the valves subject to the require-
ments in § 264.1057 of this subpart. 

(3) After five consecutive quarterly 
leak detection periods with the per-
centage of valves leaking equal to or 
less than 2 percent, an owner or oper-
ator may begin to skip three of the 
quarterly leak detection periods (i.e., 
monitor for leaks once every year) for 
the valves subject to the requirements 
in § 264.1057 of this subpart. 

(4) If the percentage of valves leaking 
is greater than 2 percent, the owner or 
operator shall monitor monthly in 
compliance with the requirements in 
§ 264.1057, but may again elect to use 
this section after meeting the require-
ments of § 264.1057(c)(1). 

[55 FR 25501, June 21, 1990, as amended at 62 
FR 64658, Dec. 8, 1997; 71 FR 16907, Apr. 4, 
2006] 

§ 264.1063 Test methods and proce-
dures. 

(a) Each owner or operator subject to 
the provisions of this subpart shall 
comply with the test methods and pro-
cedures requirements provided in this 
section. 

(b) Leak detection monitoring, as re-
quired in §§ 264.1052–264.1062, shall com-
ply with the following requirements: 

(1) Monitoring shall comply with Ref-
erence Method 21 in 40 CFR part 60. 

(2) The detection instrument shall 
meet the performance criteria of Ref-
erence Method 21. 

(3) The instrument shall be cali-
brated before use on each day of its use 
by the procedures specified in Ref-
erence Method 21. 

(4) Calibration gases shall be: 
(i) Zero air (less than 10 ppm of hy-

drocarbon in air). 
(ii) A mixture of methane or n- 

hexane and air at a concentration of 
approximately, but less than, 10,000 
ppm methane or n-hexane. 

(5) The instrument probe shall be tra-
versed around all potential leak inter-
faces as close to the interface as 
possible as described in Reference 
Method 21. 

(c) When equipment is tested for 
compliance with no detectable emis-
sions, as required in §§ 264.1052(e), 
264.1053(i), 264.1054, and 264.1057(f), the 
test shall comply with the following 
requirements: 
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